OHA - Drinking Water Services — Turbidity Monitoring Report Form

Cartridge or Bag Filtration

County: 01) UGARY

System Name: oy 725 /P/é’fﬂ- GoiFe K[/ 1(1?50/27' ID #41:7f927 WTP-:

Month/Year: I/Zo 22~

Dally Turbidity | Highest Reading of
DAy | PSiBefore | by after Filter PSID %igg\éh,?lﬂe"r’ R’[?\laleiJr}g th[eN[1J_S)]I
1 L2 69 2 20 017 L 019
2 42 & - L0 011 L0
3 &2 52 2 20 L OLd 019
4 £2 6Q. - 20 019 019
5 42 La 2 20 019 L0
6 £ 40 2 20 019 017
7 52 &0 2 2.0 L0/ 0t
B 62 40, 2 20> 01§ 019
9 £2- 40 2 20 + 019 0]
10 &2 60- 2 2.0 019 019
11 62-. - 2 20 019 01
12 é2. 60 2 2.0 . 019 . 01
13 £ 40 2z O (019 0]
14 cZ 50 - 20 0[S 01
15 é2 0. 2 20 0}F 017
16 62 0 D 2> 019 101
17 £2 60 2. 20 09 0]
18 83~ V% 2- 2.0 017 019
19 42 6D 2 20 0.9 ot
20 62 60 ~ 2.0 017 019
21 42 0 2 2D 0L 0]
22 £ ) Z Z 2.0 019 019
23 62 60 Z ) .01 019
24 £Z so 2. 20 L0l7 019
25 £2Z &0 2~ D) 0l7 .01]
26 {2 60 2. 20 L OlF 019
27 42 60 = 20 09 019
28 £1- 7 Z 2.0 k| 017
29 L2 60 2. 2.0) o .0]9
30 82 50 2. 2.0 09 RINi
31 2 5O 2 20 L0l i
Cartridge Filtration _Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? ﬁzDNo CT's met evikn;day? (s00 All Cl; residual at-erfry point 2 0.2 mg/I?
All daily turbidity readings < 5 NTU? Yes [ No /Yesy No (@No

Notes: PSI = pounds per square inch
PSID = pounds per square inch difference
(before filter = after filter)
PSID When to Change Filter = Manufacturer’s
recommendation; may need to look in manual for
manufacturer’s specifications when to change
the filter, at what PSID.

PRINTED NAME: )= oyt

SIGNATURE:%é___/

DATE: 2/(; /g_();,L

PHONE#: (SY| V677350 S

/7

.

" Including continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in “Daily Turbidity '

Reading” Column’"may not correspond to continuous readings' maximum,
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OHA - Drinking Water Program - Surface Water Quality Data Form

["system Name: OV THE KIVER GorF oK /

ID#41: 9452 7 WTP-:  MonthiYear: //7027 - -
< [ e | (Y T |

[ppm ormg/L] | [minutes] CXT [°C] Use tables Yes/ No [GPM]
/92| P g8 1348 | /6 |25 | 29 | Yo 30
2194 b 58 1342 | 6 |25 | 29 Yes | 30
3/ % b 58 248 | b 125" | 24 4s5 30
41 % L c8 1246 | 16 |35 29 Yes 20
5/ .6 g3 | a4 | 16 | 25| 29 des | 30
6/ ] .C 58 | 3B | 16 |25 ] 29 165 30
7N I 58 | 348 | 16 |27 | 29 9E5_| 30
8/ m| .6 58 | q4.2 | /£ 195" ] 29 &5 | 30
o/ | .G 58 | 348 | 16 1725 | 29 165 30
10/%] .6 58 | 348 | b |75 | 24 4es | 30
1) .6 68 13438 1 J6 | 2.5] 29 Tss 30
12/9) .6 s8 | 342 | J) |25 | 29 Tes | 20
13/94 b S8 298 | 16 2.3 | 29 Yis 30
14794 ¢ 58 | 348 | 16 |25 | 29 Y5 30
A 58 1398 lw |25 | 29 Hps 30
16/94 b 5% 48 V6 1z | 29 Wes 30
17/ 6 58 | 348 |0 |2.57] 29 s 20
18/9) ¢ 58 | 398 | @€ | 25| 2§ Mes 20
19/94 b AR 93 | JL | 28| 29 Yes CFA
20/94 .6 s3 ME | 6 |25 | 29 ves 20
21194 .6 58 398 | (6 25 | 29 Yes 30
22 /74 b 53 34.8 6 | 2.5 29 Yes 30
23 /9, b 58 g | 6 |23 2§ Y4 30
24 /9, b s | 348 | 46 | 2T 29 Yps 30
25 /94 A S8 e | (6 | 2.5 | 29 Ye4 70
26/9 .6 g8 | 398 | /b |25 | 29 Y5 30
2718y .G g8 lawg ) 16 1725 | 29 es 30
28194 .6 58 lauw | & |25 | 29 Jes 3o
20/ 4 55 23 | /6 | uy | 29 Y= 20
30/ % 6 58 | 348 ITA 7257 | =29 Yes 28
31/94) 6 58 398 | 6 [7257] 29 s 30

‘ If Clz at entry point < 0.2 mg/l, OR CT not met, notify DWS within 24 hours,
Download form at: public.health.oregon.goviHealthyEnvironments/DrinkingWater/Monitoring/Documents/turb-cartridge. pdf
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